
CALHURNIA I:UX;IONAL WATE:R QUALI'lY CON'mOL BJARD
SAN FHANCISCO BAY REGION

OEDER 84-14
NPDES NO. CA0004871

WASTE DISCHAEGE REQUIREMENTS FOH:

Pl\CIFIC GAS AND ELEC'ffiIC CXlMPANY
AVON POWER PLANT
AVON, CONTHA cos'rA COUNTY

The California Eegional Water Quality Control Board, San Francisco Bay
Region, (hereinafter Board) finds that:

1. Pacific Gas and Electric Canpany, Avon Power Plant (hereinafter
discharger) was issued Regional Board Order No. 79-98, an NPDES Penuit
prescribing waste discharge requirements for the discharge for the
Avon steam generating electric power plant. This penuit, ffinended in
Order No. 80-47, expired on December 31, 1981, but has ranained in
effect pursuant to Federal regUlations pending the pranulgation by the
Federal Environmental Protection Agency of effluent limitation
guidelines for steam electric power plants. These guidelines were
published on November 19, 1982 in the Federal Register. 'rhe
Discharger filed an Application received June 23, 1981 for re-issuance
of the WDES Permi t; , and has subsequently amended the Application.

2. The discharger presently discharges wastes containing pollutants,
reSUlting fran the generation of electric power into Suisun Bay a
water of the United States. This discharge (Discharge 001) is
combined with that of 'IDSCO refinery, for discharge through an
offshore submerged outfall.

Discharge 002 is stonu runoff fran the fuel oil storage tank area. It
is discharged into Pacheco Cr.eek at a point about one half mile
upstream of Waterfront Road. Discharcre 002 is not treated.

3. The report of waste discharqe describes the existing discharges as
follows (see flow schematic in Attachment A):
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fir.eside Washwater
Boiler Blowdown
Evaporator Blow:lown
Auxillary Cooling Water

Annual Flow
Average gpd

315,000
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